PANEL 1E4A SCHEDULE
VOLTS (L-L) 480 PHASE 3 WIRE 4  S/INBUS YES EGBUS  YES MOUNT. SURFACE  ENCLOSURE NEMA 1
DISCONNECT MAIN LUGS ONLY DISC.AMPS  N/A PANEL AMPS 100 PANEL AIC 25,000 MINIMUM
COMMENTS ~ PROVIDE SPD RATED 50KA PER MODE.
CCT.[TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD| NO. [TRIP[CCT.
NO. | AVP |POLE| TYPE LOAD SERVED A B C LOAD SERVED TYPE [POLE| AWP | NO.
T |20 | 1 | L |[EGLAB&SHOP 720
680 ELECTRICAL, SYSTEMS, TELCO, HALL, C | 122
3 | 20 | 1 | L |UPS/BATIERIES, TOILETS 400 WAREHOUSE/STORAGE
250 EXTERIOR EGRESS LIGHTS C | 12| 4
5 | 20 | 1 SPARE
SPARE T [ 20 | 6
7 | 20 | 3 | M |SUPPLYFAN SF-1 830
SPARE T [ 20| 8
9 830
SPARE T | 20 | 10
K 830
SPARE T ] 20 | 12
T3 | 20 | 3 | M |EXHAUST FAN EF-1 580
SPARE T | 20 | 14
15 580
SPARE T | 20 | 16
17 580
SPARE T | 20 | 18
19 | 20 | 3 | M |EXHAUST FANEF-3 7,330
3,433 PANEL "E2A" P 3|30 20
21 7,330
3,433 22
23 1,330
3,433 24
TOTAL CONNECTEDLOAD 206  KVA [ TOTAL | 7573 6,823 6,173
ESTIMATED DEMANDLOAD ~ 19.8  KVA

DEMAND LINE AMPS 24

‘ REES ASSOCIATES INC

ARCHITECTURE PLANNING

INTERIORS

REES PLAZA AT EAST WHARF
9211 LAKE HEFNER PARKWAY, SUITE 300
OKLAHOMA CITY, OKLAHOMA 73120
P:405.942.7337 F:405.948.1261

Mechanical Engineer
050 Engineering Company

228 Robert S. Kerr Ave, Suite 515
Oklahoma City, OK 73102
P: 405.236.2030 F: 405.239.6101

Electrical Engineer

Horner Associates Engineers, Inc.

1306 Commerce Drive
Norman, OK 73071
P: 405.801.2528 F: 405.801.2529

Civil Engineer
MacArthur Associated Consultants

3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116
P: 405.848.2471 F. 405.848.2474

Structural Engineer
Zahl-Ford, inc.

8411 S. Walker
Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414

SUBMITTAL

DESCRIPTION

CHECK

DEPARTMENT OF TRANSPORTATION
FEDERAL AVIATION ADMINISTRATION

MIKE MONRONEY AERONAUTICAL CENTER — OKLAHOMA CITY, OKLAHOMA

POWER SERVICES LABORATORY

PANEL SCHEDULES

09-018745

APPROVED BY

Jon Berkman

DATE May 26, 2011

DRAWING NO.

PANEL 1E2A SCHEDULE
VOLTS (L-L) 208 PHASE 3 WIRE 4 S/N BUS YES EGBUS YES MOUNT. SURFACE ENCLOSURE NEMA 1
DISCONNECT MAIN CIRCUIT BREAKER DISC. AMPS 50 PANEL AMPS 100 PANEL AIC 10,000 MINIMUM
COMMENTS PROVIDE INTEGRAL SPD RATED 50KA PER MODE.
CCT.| TRIP| NO. |[LOAD LOAD / PHASE (VA) LOAD| NO. | TRIP [ CCT.
NO. | AMP [POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE|POLE| AMP | NO.
1 20 1 L |SHOWER 90
500 LOW VOLTAGE RELAY PANEL "LRP" (6] 1 20 2
3 20 1 R |SYSTEMS 1,000
1,000 SECURITY SYSTEM CONTROLLER (0] 1 20 4
5 20 1 R [TELCO 1,000 POWER SUPPLY
200 SECURITY SYSTEMDOOR LOCKS 0] 1 20 6
7 20 1 R [TELCO
500 FIRE ALARM PANEL (0] 1 20 8
9 20 1 SPARE
300 PUBLIC ADDRESS AMPLIFIER (6] 1 20 10
11 20 1 O |SECURITY SYSTEMDOOR LOCKS 200
1,000 DATARACK C 2 20 12
13 20 1 O |HAZARDOUS GAS SENSORS 200
EG LAB 1,000 14
15 20 1 O |TANK MONITORING PANEL 500
1,500 DATARACK C 2 30 16
17 20 1 O |HYDROGEN GAS SENSOR 150
1,500 18
19 20 1 O |[NATURAL GAS & PROPANE SHUT OFF 500
600 DATARACK C 1 20 20
21 20 1 O |SHUNT-TRIP CONTROL 300
SPARE 1 20 22
23 20 1 SPARE
SPARE 1 20 24
25 20 1 SPARE
SPARE 1 20 26
27 20 1 SPARE
SPARE 1 20 28
29 20 1 SPARE
SPARE 1 20 30
TOTAL CONNECTED LOAD 12.0 KVA | TOTAL 3,390 4,600 4,050
ESTIMATED DEMAND LOAD 10.3 KVA DEMAND LINE AMPS 29
L = LIGHTING
R = RECEPTACLES 1E4A 1E2A
C = COMPUTERS
M = MOTORS
P = PANELS
T = TRANSFORMERS
O = OTHER
100%
F = FUTURE — T o
PSL -
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